LOSS CONTROL GUIDE

S pr a y ap p li cat i on :
utilizing flammable or combustible materials
and laminating adhesives
PLM u�lizes NFPA 33 as the source standard when reviewing the spray applica�on of ﬂammable or combus�ble materials.
NFPA 33 is the basis for the posi�on that PLM has taken regarding the applica�on of ﬂammable adhesive glue that is
u�lized in cabinet making opera�ons. (Flammable glue that is typically used for the applica�on of plas�c laminated
materials to cabinets or base counters is commonly referred to as “Red Glue”). When evalua�ng gluing or lamina�ng
opera�ons, or any other opera�on that involves spraying of ﬂammable or combus�ble materials, the methods to control
this ﬁre hazard should be consistently applied. This Loss Control Guide will outline the method/s of controlling the hazard
of solvent-based glue spraying.
In an eﬀort to provide a variety of methods to control this hazard, a number of environmental control op�ons are available.
There are three basic control methods that shall be applied when evalua�ng this ﬁre hazard. This posi�on paper will not
restate the Na�onal Fire Protec�on Associa�on standard, but will rather be a review of viable alterna�ves that customers
can evaluate for their own speciﬁc gluing opera�ons.
The ﬁrst and easiest method to control the hazard of ﬂammable vapors when gluing, is to replace the material with a
non-ﬂammable product. In the case of “Red Glue”, an appropriate recommenda�on would be to change the glue to a
water-based product. There are a number of products on the market that are viable alterna�ves that have performance
characteris�cs that are equal to or be�er than the tradi�onal solvent based “Red Glue”. The new glues that have been
developed in the last ﬁve years have performance characteris�cs that meet or exceed those of “Red Glue”. It has been
noted that customers are reluctant to use these products. This a�tude has resulted because past experience has been
with older products and prior rela�onships with exis�ng glue sales personnel. Sales persons, who do not have newer
technology glues, are not suppor�ve of switching glues when asked by customers about water based alterna�ve products.
(An addi�onal note, that is some�mes surfaced by sales personnel, is water based products are generally double the
expense. The discussion generally does not include the fact that the glue is almost 50% vs. 20% solids and covers up to a
three �mes larger surface area).
The second method of controlling the ﬂammable solvent spray hazard of gluing opera�ons is to locate the spraying
opera�ons within a spray-ﬁnishing booth. The spray booth should be of standard non-combus�ble construc�on. The booth
should have an exhaust fan capable of developing a 125cfm surface velocity at the mouth of the booth and should be
protected by an automa�c sprinkler system. All of the wiring and ligh�ng ﬁxtures and devices inside and within 10 feet of
the booth should be explosion proof. No source of igni�on including heated or warm surfaces in excess of 100 degrees
should be within 20 feet of the booth.
The third method of controlling glue solvent vapors is to locate all spraying opera�ons within a spray room. The room has
many of the features that a spray booth should have but is generally large enough for accounts to move large and unusual
items to be glued in and out of the room. The room should have non-combus�ble walls and ceiling, it should have remote
ligh�ng ﬁxtures mounted behind wired glass panels in the ceiling or wall areas, and should have all sources of igni�on
removed from the room. In addi�on, the room should have exhaust ven�la�on that is provided with a motor and wiring
assembly that is listed as being explosion proof and the room should be protected with heavy self-closing metal doors.
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This overview and presenta�on of viable alterna�ves to spraying of ﬂammable glue, is presented as a ﬁeld inspec�on
guideline that is to be applied when reviewing gluing opera�ons that are present in cabinet shops and produc�on
furniture manufacturing opera�ons. The intent of this posi�on paper is to give prac�cal alterna�ves to our customers
and outline the posi�on of PLM as it relates to gluing opera�ons. When a customer is not following one of the outlined
strategies, essen�al recommenda�ons should be developed, discussed, and forwarded for compliance.
If you need addi�onal informa�on regarding the applica�on of this posi�on, please contact the territory Loss Control
Representa�ve or the Loss Control Department at 1.800.752.1895 and also via email at CustServ@plmins.com.
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