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S c o p e
 1.  The purpose of a Sprinkler System Impairment Program is to minimize the increased risk during the �me of 
      impairment and to limit the dura�on of the impairment.
 2.  The leading cause of sprinkler system failure is because the water was shut off.   

I M p a i r m e n t  c o o r d i n a t o r
 1.  A responsible person should be appointed as the impairment coordinator.
 2.  That individual should develop a Sprinkler System Impairment Program compa�ble with the procedures 
      outlined in this guide.
 3.  In addi�on, the Coordinator should be knowledgeable in the opera�on, controls, and tes�ng and maintenance 
      procedures of the sprinkler system(s).

I m p a i r e d  e q u i p m e n t
 1.  In addi�on to sprinkler systems, impairment procedures should be adopted for the following equipment:
  a.  Standpipe and hose systems
  b.  Underground mains
  c.  Fire pumps
  d.  Water storage tanks
  e.  Water spray fixed systems
  f.  Fire service control valves

I m p a i r m e n t  p r o g r a m s
 1.  Preplanned Impairment Program
  a.  Authoriza�on must be granted by the Impairment Coordinator.
  b.  Determine the extent and dura�on of the impairment.
  c.  No�fy the fire department, the insurance carrier, and any other appropriate authority, including the 
       alarm company, building owner, area supervisors, etc.
  d.  A tag, indica�ng that the system is out of service, should be placed at the fire department connec�on 
       and control valve of each impaired system.
  e.  Employ addi�onal fire protec�on measures rela�ve to the hazard of the affected area. This could 
       include, but not be limited to the following:
   •  Watchman service
   •  Concentra�on of addi�onal fire ex�nguishers
   •  Reloca�on or restric�on of hazardous opera�ons
   •  Thorough housekeeping procedures
   •  Prohibi�on of smoking
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 2.  Emergency Impairment Program
  a.  Emergency impairments include the following situa�ons:
   •  Sprinkler system leakage
   •  Interrup�on of water supply
   •  Frozen or ruptured piping
   •  Equipment failure
  b.  First, appropriate emergency ac�on must be taken to minimize damage.
  c.  Follow steps a.-e. under Preplanned Impairment Programs.

System Restoration
 1.  Impairment Coordinator should verify that the following procedures have been implemented:
  a.  Any necessary inspec�ons or tests have been conducted to confirm that the impaired system(s) are 
       opera�onal.
  b.  The fire department, insurance carrier, and all other appropriate authori�es have been advised that 
       protec�on has been restored.
  c.  The impairment tag has been removed.
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